HANGING INSTALLATION
POlal' INSTRUCTIONS

HEAVY DUTY HVAC PANS

Method 1 - Utilize Metal Strap Under Pan (Preferred)

For PolarPans that will will be hanging, utilize metal strap beneath pan to evenly distribute the load and support the pan.
Supports must be inside of the air handler/unit frame. Hanging straps must be suspended to structural material above
(ex: 2x4 lumber, Unistrut, etc.).
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Installation
Step 1 - Attach metal strap to upper support and run under pan L Flat/Speed ' Ny
J Nut \\

Step 2 - Attach side 1 and level // Y
Step 3 - After pan is level/pitched, drive self-tapping screw in ,’/ @ L

upper lip (#8) to hold pan and strap in place ’ Self-tapping )

Screw

Step 4 - Attach side 2 and level from side 1 : PolarPan
! Cutaway

Step 5 - Once pan is level/pitched to side 1 and appropriately 1
pitched for drain, drive self-tapping screw (#8) in \
upper lip to hold pan and strap in place \

Step 6 - Secure all self-tapping screws by fastening flat nuts
on the inside of the pan wall (right)
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